### CHPH (5 X 50 MW)

<table>
<thead>
<tr>
<th>Unit No.</th>
<th>START</th>
<th>STOP</th>
<th>RUNNING HRS</th>
<th>MAX. LOAD (MW)</th>
<th>GENERATION IN MUs</th>
<th>REMARKS</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>4-Jul-19</td>
<td>0:00:00</td>
<td>4-Jul-19</td>
<td>0:00:00</td>
<td>0.00</td>
<td>0.000</td>
</tr>
<tr>
<td>2</td>
<td>4-Jul-19</td>
<td>0:00:00</td>
<td>4-Jul-19</td>
<td>0:00:00</td>
<td>0.00</td>
<td>0.000</td>
</tr>
<tr>
<td>3</td>
<td>4-Jul-19</td>
<td>0:00:00</td>
<td>4-Jul-19</td>
<td>24:00:00</td>
<td>36.00</td>
<td>0.789</td>
</tr>
<tr>
<td>4</td>
<td>4-Jul-19</td>
<td>0:00:00</td>
<td>4-Jul-19</td>
<td>0:00:00</td>
<td>0.00</td>
<td>0.000</td>
</tr>
<tr>
<td>5</td>
<td>4-Jul-19</td>
<td>17:30:00</td>
<td>4-Jul-19</td>
<td>24:00:00</td>
<td>33.00</td>
<td>0.209</td>
</tr>
</tbody>
</table>

Today (i.e. 05.07.2019), 1 CHPH M/c is running at 10:00 hrs.

### RBPH (6X200 MW)

<table>
<thead>
<tr>
<th>Unit No.</th>
<th>START</th>
<th>STOP</th>
<th>RUNNING HRS</th>
<th>MAX. LOAD (MW)</th>
<th>GENERATION IN MUs</th>
<th>REMARKS</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>4-Jul-19</td>
<td>0:00:00</td>
<td>4-Jul-19</td>
<td>0:00:00</td>
<td>0.00</td>
<td>0.000</td>
</tr>
<tr>
<td>2</td>
<td>4-Jul-19</td>
<td>0:00:00</td>
<td>4-Jul-19</td>
<td>0:00:00</td>
<td>0.00</td>
<td>0.000</td>
</tr>
<tr>
<td>3</td>
<td>4-Jul-19</td>
<td>0:00:00</td>
<td>4-Jul-19</td>
<td>0:00:00</td>
<td>0.00</td>
<td>0.000</td>
</tr>
<tr>
<td>4</td>
<td>4-Jul-19</td>
<td>0:00:00</td>
<td>4-Jul-19</td>
<td>0:00:00</td>
<td>0.00</td>
<td>0.000</td>
</tr>
<tr>
<td>5</td>
<td>4-Jul-19</td>
<td>0:00:00</td>
<td>4-Jul-19</td>
<td>0:00:00</td>
<td>0.00</td>
<td>0.000</td>
</tr>
<tr>
<td>6</td>
<td>4-Jul-19</td>
<td>0:00:00</td>
<td>4-Jul-19</td>
<td>0:00:00</td>
<td>0.00</td>
<td>0.000</td>
</tr>
</tbody>
</table>

Today (i.e. 05.07.2019), no SSP RBPH M/c is scheduled.

### CHPH (5 x 50MW) vs RBPH (6X200 MW) vs SSP (CHPH+RBPH)

- **GROSS GENERATION IN MUs**
  - CHPH: 0.998
  - RBPH: 0.000
  - SSP: 0.998

- **CUMMULATIVE GROSS GEN. FOR MONTH (MUs)**
  - 3.081

- **PREVIOUS DAY ACTUAL RUNNING HOURS**
  - 30:30:00

- **TODAY'S DC (Schedule) Planned (in Hours)**
  - 24:00:00

- **DAY AHEAD (TOMORROW) DC (in Hours)**
  - 24:00:00

**Hydrological Data:**
- **Reservoir Level (in Metres):** 120.18 Mtrs.
- **Average Inflow/Quantum in Case 1 (24 Hrs):** 17481 Cusec, 43 MCM
- **Average Total/Quantum Outflow in Case 2 (24 Hrs):** 6174 Cusec, 15 MCM
- **GOI Water Requirement (Next Day) in Cusec:**
  - **HR: 4753**
  - **GODBOLE: 595**
- **Average Outflow in Case 3 (24 Hrs):**
  - **GODBOLE: 576**
  - **OVER FLOW: 5307**
  - **CHPH: 64174**
  - **RBPH: 0**
  - **Ev. Loss: 183**

**Copy to:**
- NCA, Executive Member (Power)/Member (Civil)/SE (EMC)/DO (Hydermet), NCA, Indore.
- GMP, Member (Power)/MVIDA, Bhopal
- GGM, CE, EMD, Mumbai
- GGM, CE (E&M), SSNN, Vizag

**NOTE:** All data are based on 24 hrs average. All gen. data are gross gen. and may be lesser in WRPC REA.

1. **400 KV SSP:** Asoj, Kolar, and Dhule - 3 lines are in service.
2. **SCD Mode Running Detail:**
   - Unit No. 3: 21:45 hrs on 04.07.2019 to 08:40 hrs on 05.07.2019
   - Unit No. 4: 01:10 hrs on 05.07.2019 to 08:45 hrs on 05.07.2019