## Daily Plant Report (DPR) of Sardar Sarovar Project Power Houses

### (CPhP 5X50 MW)

<table>
<thead>
<tr>
<th>Unit No.</th>
<th>START</th>
<th>STOP</th>
<th>RUNNING HRS</th>
<th>Max. Load (MW)</th>
<th>Generation IN MUs</th>
<th>REMARKS</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>13-Mar-20</td>
<td>00:00:00</td>
<td>13-Mar-20</td>
<td>00:00:00</td>
<td>0.00</td>
<td></td>
</tr>
<tr>
<td>2</td>
<td>13-Mar-20</td>
<td>00:00:00</td>
<td>13-Mar-20</td>
<td>00:00:00</td>
<td>0.00</td>
<td></td>
</tr>
<tr>
<td>3</td>
<td>13-Mar-20</td>
<td>00:00:00</td>
<td>13-Mar-20</td>
<td>24:00:00</td>
<td>42.00</td>
<td>1.003</td>
</tr>
<tr>
<td>4</td>
<td>13-Mar-20</td>
<td>00:00:00</td>
<td>13-Mar-20</td>
<td>24:00:00</td>
<td>43.00</td>
<td>1.002</td>
</tr>
<tr>
<td>5</td>
<td>13-Mar-20</td>
<td>00:00:00</td>
<td>13-Mar-20</td>
<td>24:00:00</td>
<td>42.00</td>
<td>0.978</td>
</tr>
</tbody>
</table>

### (RBPH 6X200 MW)

<table>
<thead>
<tr>
<th>Unit No.</th>
<th>START</th>
<th>STOP</th>
<th>RUNNING HRS</th>
<th>Max. Load (MW)</th>
<th>Generation IN MUs</th>
<th>REMARKS</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>13-Mar-20</td>
<td>7:00:00</td>
<td>13-Mar-20</td>
<td>10:00:00</td>
<td>176</td>
<td>1.186</td>
</tr>
<tr>
<td>2</td>
<td>13-Mar-20</td>
<td>6:00:00</td>
<td>13-Mar-20</td>
<td>11:45:00</td>
<td>176</td>
<td>1.824</td>
</tr>
<tr>
<td>3</td>
<td>13-Mar-20</td>
<td>6:30:00</td>
<td>13-Mar-20</td>
<td>12:00:00</td>
<td>176</td>
<td>1.784</td>
</tr>
<tr>
<td>4</td>
<td>13-Mar-20</td>
<td>6:45:00</td>
<td>13-Mar-20</td>
<td>9:30:00</td>
<td>2:45:00</td>
<td>175</td>
</tr>
<tr>
<td>5</td>
<td>13-Mar-20</td>
<td>0:00:00</td>
<td>13-Mar-20</td>
<td>0:00:00</td>
<td>0</td>
<td>0.000</td>
</tr>
<tr>
<td>6</td>
<td>13-Mar-20</td>
<td>6:15:00</td>
<td>13-Mar-20</td>
<td>9:45:00</td>
<td>3:30:00</td>
<td>176</td>
</tr>
</tbody>
</table>

### Gross Generation in (MUs)

- **CPhP (5 X 50MW)**: 2.983
- **RBPH (6X200 MW)**: 5.908
- **SSP (CPhP+RBPH)**: 8.891

### Cumulative Gross Gen. for Month (MUs)

- **CPhP**: 40.157
- **RBPH**: 57.742
- **SSP**: 97.899

### Previous Day Actual Running Hours

- 72:00:00

### Today's DC (Schedule) Planned (in Hours)

- 72:00:00

### Today Ahead (Tommorrow) DC (in Hours)

- 72:00:00

### SSP Hydrological data as at 08:00 Hrs on 14-Mar-20

- **Data Received From Flood Cell**
  - Reservoir Level in Metres: 123.06 Mtrs.
  - Average Inflow/Quantum in Casec(24 Hrs): 22693 Casec
  - Average Total/Quantum Outflow in Casec(24 Hrs): 25900 Casec
  - GOG Water Requirement (Next Day) in Casec
    - **GOG**
      - HR: 15560
      - GODBOL: 595
    - Average Outflow in Casec(24 Hrs)
      - **GODBOL**
        - OVER FLOW HR: 601
        - CPhP: 15554
        - RBPH: 16148
        - Ev. Loss: 9752
        - Ev. Loss: 496

**Copy To:**

- **NCA**: Executive Member/Member (Power)/Member (Civil)/SE(EMC)/DD (Hydromet), NCA, INDORE.
- **GeMP**: Member (Power), NVDA, Bhopal
- **GoMah**: CE, WRD, Mumbai
- **GoG**: CE & E(M), SSNL, Vadodara

**Note:** All the data are based on 24 Hrs average. All Gen. data are gross gen. and may be lesser in WRPC Rel.

1. 400 kV SSP Assij, Kasor, Dhule-1, Raj-1 and Raj-2 lines are in service.
2. SCC Mode Running Detail:
   - Unit No. 6: 20.06 hrs on 13.03.2020 to 05.40 hrs on 14.02.2020.
   - Unit No. 1: 20.15 hrs on 13.03.2020 to 05.35 hrs on 14.03.2020.